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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

PbCu

Results

Sample Results 

1897265 120 N FIFTH ST

08:20:00

D TISDALECollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

06/25/2020 00:00:00 BMSAnalyzed

Parameter Results Units RL Flags CAS Bottle

00:00:0006/25/2020Prepared:

See AttachedTCEQ Lead- Copper Formz

EPA 200.8 5.4 06/22/2020 13:32:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.0756 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

1897266 410 VZCR 3428

11:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/10/2020

EPA 200.8 5.4 06/22/2020 13:44:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/23/2020 12:55:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.224 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897267 105 JUANITA

07:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/15/2020
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897267 105 JUANITA

07:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/15/2020

EPA 200.8 5.4 06/22/2020 13:56:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/23/2020 12:59:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.215 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897268 602 HIGHLAND

07:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/10/2020

EPA 200.8 5.4 06/22/2020 14:00:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/23/2020 13:03:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.166 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897269 342 S MARY ST

05:00:00

P MITCHELLCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/06/2020

EPA 200.8 5.4 06/22/2020 14:04:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.0793 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897270 128 JUANITA

07:25:00

C OLDUCRECollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/09/2020

EPA 200.8 5.4 06/22/2020 14:08:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/23/2020 13:07:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.114 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897271 129 JUANITA

05:00:00

B ALRETTCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/22/2020 14:11:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/23/2020 13:11:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.208 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897272 320 PECAN

06:41:00

L SINDLEYCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/07/2020

EPA 200.8 5.4 06/22/2020 14:15:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/23/2020 13:15:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897272 320 PECAN

06:41:00

L SINDLEYCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/07/2020

EPA 200.8 5.4 06/23/2020 13:15:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.276 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897273 825 CANTON AVE

08:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/09/2020

EPA 200.8 5.4 06/22/2020 14:19:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

<0.050 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

1897274 246 TEXAS ST

07:15:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/07/2020

EPA 200.8 5.4 06/22/2020 14:23:00 JAB903108Analyzed

Parameter Results Units RL Flags CAS Bottle

903052 09:45:0006/22/2020Prepared:

0.0739 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

1897275 135 N 4TH ST

07:40:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897275 135 N 4TH ST

07:40:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/23/2020 18:45:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/24/2020 18:14:00 LPS903642Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.722 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897276 110 DYER

12:30:00

R REDFORDCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/23/2020 19:04:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/24/2020 18:33:00 LPS903642Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.572 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897277 121 S 4TH

12:07:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/23/2020 19:08:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.147 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897278 507 HELEN

06:00:00

E REYESCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/23/2020 19:12:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.113 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

1897279 211 W PARK

07:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/23/2020 19:15:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/24/2020 18:37:00 LPS903642Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.341 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897280 540 VZCR 3901

06:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/16/2020

EPA 200.8 5.4 06/23/2020 19:19:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/24/2020 18:40:00 LPS903642Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.328 mg/L 0.050 7440-50-8Copper, Total 02NELAC
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897281 820 N WILLS ST

06:30:00

M ROGERSCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/23/2020 19:23:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

<0.050 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

1897282 319 WHIPPORWHILL

11:30:00

D METCALFCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/08/2020

EPA 200.8 5.4 06/23/2020 19:27:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/24/2020 18:44:00 LPS903642Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

1.08 mg/L 0.050 7440-50-8Copper, Total 02NELAC

1897283 360 VZCR 3901

06:00:00

HOMEOWNERCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/12/2020

EPA 200.8 5.4 06/23/2020 19:31:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

EPA 200.8 5.4 06/24/2020 18:48:00 LPS903642Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.219 mg/L 0.050 7440-50-8Copper, Total 02NELAC
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897284 228 N SECOND ST

06:25:00

M GASTONCollected by:

06/17/2020Received:

Drinking Water

Taken:

City of Wills Point- PO:

06/09/2020

EPA 200.8 5.4 06/23/2020 19:34:00 CLK903418Analyzed

Parameter Results Units RL Flags CAS Bottle

903152 15:00:0006/22/2020Prepared:

0.0768 mg/L 0.050 7440-50-8Copper, Total 02NELAC

<0.005 mg/L 0.005 7439-92-1Lead, Total 02NELAC

Sample Preparation 

1897265 120 N FIFTH ST 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897266 410 VZCR 3428 06/17/2020Received:

06/10/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897266 410 VZCR 3428 06/17/2020Received:

06/10/2020

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897267 105 JUANITA 06/17/2020Received:

06/15/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897268 602 HIGHLAND 06/17/2020Received:

06/10/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897268 602 HIGHLAND 06/17/2020Received:

06/10/2020

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897269 342 S MARY ST 06/17/2020Received:

06/06/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897270 128 JUANITA 06/17/2020Received:

06/09/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897270 128 JUANITA 06/17/2020Received:

06/09/2020

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897271 129 JUANITA 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897272 320 PECAN 06/17/2020Received:

06/07/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897272 320 PECAN 06/17/2020Received:

06/07/2020

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897273 825 CANTON AVE 06/17/2020Received:

06/09/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897274 246 TEXAS ST 06/17/2020Received:

06/07/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

Form rptPROJRESN  Created  12/19/2019v1.2LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897274 246 TEXAS ST 06/17/2020Received:

06/07/2020

EPA 200.2 2.8 06/22/2020 09:45:00 TES903052Analyzed903052 09:45:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897275 135 N 4TH ST 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897276 110 DYER 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

Form rptPROJRESN  Created  12/19/2019v1.2LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662

NELAP-accredited #T104704201-20-17
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06/25/2020Printed:
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897276 110 DYER 06/17/2020Received:

06/08/2020

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897277 121 S 4TH 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897278 507 HELEN 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

Form rptPROJRESN  Created  12/19/2019v1.2LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897278 507 HELEN 06/17/2020Received:

06/08/2020

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897279 211 W PARK 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897280 540 VZCR 3901 06/17/2020Received:

06/16/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

Form rptPROJRESN  Created  12/19/2019v1.2LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897280 540 VZCR 3901 06/17/2020Received:

06/16/2020

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897281 820 N WILLS ST 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897282 319 WHIPPORWHILL 06/17/2020Received:

06/08/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

Form rptPROJRESN  Created  12/19/2019v1.2LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897282 319 WHIPPORWHILL 06/17/2020Received:

06/08/2020

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897283 360 VZCR 3901 06/17/2020Received:

06/12/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

1897284 228 N SECOND ST 06/17/2020Received:

06/09/2020

06/17/2020 19:40:00 AAJ902449Analyzed902449 19:40:0006/17/2020Prepared:

Adj <2 SUBottle pH 01z

01 SUBottle Preserved in Labz

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

Form rptPROJRESN  Created  12/19/2019v1.2LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662
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Ana-Lab Corp.

2600 Dudley Rd. Kilgore, Texas 75662

P.O. Box 9000 Kilgore, Texas 75663

Office: 903-984-0551 * Fax: 903-984-5914

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169

Project

WPDW-A

925129

1897284 228 N SECOND ST 06/17/2020Received:

06/09/2020

EPA 200.2 2.8 06/22/2020 15:00:00 TES903152Analyzed903152 15:00:0006/22/2020Prepared:

50/50 mlLiquid Metals Digestion 01NELAC

Qualifiers: 

We report results on an As Received or wet basis unless marked Dry Weight.  Unless otherwise noted, testing was performed at 

Ana-labs corporate laboratory that holds the following Federal and State certificates:  EPA Lab Number TX00063, US Department of 

Agriculture Soil Import Permit P330-17-00117,  Texas Commission on Environmental Quality Commercial Drinking Water Lab Approval 

(Lab ID: TX219),  Texas Commission on Environmental Quality NELAP T104704201-20-17, Louisiana Department of Environmental 

Quality Laboratory Certification (NELAP, LELAP) #02008,  Louisiana Department of Health and Hospitals Drinking Water (NELAP) 

Certificate No LA026, Oklahoma Department of Environmental Quality TNI Laboratory Accreditation Program Certificate No. 

2018-126, Arkansas Department of Environmental Quality Certification #18-068-0.  The Accredited column designates accreditation by 

N -- NELAC, or z -- not covered under NELAC scope of accreditation.

These analytical results relate to the sample tested.  This report may NOT be reproduced EXCEPT in FULL without written approval of 

Ana-Lab Corp.  Unless otherwise specified, these test results meet the requirements of NELAC.  

RL is the Reporting Limit (sample specific quantitation limit) and is at or above the Method Detection Limit (MDL). CAS is Chemical 

Abstract Service number.  RL is our Reporting Limit, or Minimum Quantitation Level.  The RL takes into account the Instrument 

Detection Limit (IDL), Method Detection Limit (MDL), and Practical Quantitation Limit (PQL), and any dilutions and/or concentrations 

performed during sample preparation (EQL).  Our analytical result must be above this RL before we report a value in the 'Results' 

column of our report (without a 'J'  flag).  Otherwise, we report ND (Not Detected above RL), because the result is "<" (less than) the 

number in the RL column. MAL is Minimum Analytical Level and is typically from regulatory agencies. Unless we report a result in the 

result column, or interferences prevent it, we work to have our RL at or below the MAL.

Trey Peery, MA, Project Manager
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Project
WPDW-A

 925129

Quality Control

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169 Printed 06/25/2020

Page 1 of 4

EPA 200.8 5.4 903108Analytical Set

Blank

FileUnitsMQLMDLReadingPrepSetParameter

Copper, Total 903052 ND 0.0005 0.001 mg/L 121308769

Lead, Total 903052 ND 0.00025 0.0005 mg/L 121308769

CCV

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.0506 0.05 mg/L 101 90.0 - 110 121308768

Copper, Total 0.048 0.05 mg/L 96.0 90.0 - 110 121308779

Copper, Total 0.0468 0.05 mg/L 93.6 90.0 - 110 121308790

Lead, Total 0.049 0.05 mg/L 98.0 90.0 - 110 121308768

Lead, Total 0.0482 0.05 mg/L 96.4 90.0 - 110 121308779

Lead, Total 0.0468 0.05 mg/L 93.6 90.0 - 110 121308790

ICV

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.0501 0.05 mg/L 100 90.0 - 110 121308766

Lead, Total 0.0497 0.05 mg/L 99.4 90.0 - 110 121308766

LCS Dup

Limit%RPDUnitsLCSD%LCS%Limits%KnownLCSDLCSPrepSetParameter

Copper, Total 903052 0.497 0.490 0.500 85.0 - 115 99.4 98.0 mg/L 1.42 20.0

Lead, Total 903052 0.512 0.502 0.500 85.0 - 115 102 100 mg/L 1.97 20.0

LDR

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 9.33 10 mg/L 93.3 90.0 - 110 121308765

Lead, Total 10.9 10 mg/L 109 90.0 - 110 121308765

MRL Check

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.000875 0.001 mg/L 87.5 25.0 - 175 121308767

Lead, Total 0.000824 0.001 mg/L 82.4 25.0 - 175 121308767

MSD

Limit%RPDUnitsMSD%MS%LimitsKnownUNKMSDMSSampleParameter

Copper, Total 1897265 0.325 0.324 0.0756 0.250 70.0 - 130 99.8 99.4 mg/L 0.402 20.0

Lead, Total 1897265 0.257 0.254 0.00124 0.250 70.0 - 130 102 101 mg/L 1.18 20.0

Copper, Total 1897764 0.241 0.243 0.000579 0.250 70.0 - 130 96.2 97.0 mg/L 0.828 20.0

Lead, Total 1897764 0.240 0.242 ND 0.250 70.0 - 130 96.0 96.8 mg/L 0.830 20.0

EPA 200.8 5.4 903418Analytical Set

Blank

FileUnitsMQLMDLReadingPrepSetParameter

Copper, Total 903152 ND 0.0005 0.001 mg/L 121315547

Lead, Total 903152 ND 0.00025 0.0005 mg/L 121315547

Form rptPROJQCGN Created  12/30//2019 v1.0LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662
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Project
WPDW-A

 925129

Quality Control

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169 Printed 06/25/2020

Page 2 of 4

CCV

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.0471 0.05 mg/L 94.2 90.0 - 110 121315480

Copper, Total 0.0479 0.05 mg/L 95.8 90.0 - 110 121315491

Copper, Total 0.050 0.05 mg/L 100 90.0 - 110 121315501

Copper, Total 0.0493 0.05 mg/L 98.6 90.0 - 110 121315512

Copper, Total 0.0481 0.05 mg/L 96.2 90.0 - 110 121315522

Copper, Total 0.0488 0.05 mg/L 97.6 90.0 - 110 121315532

Copper, Total 0.0489 0.05 mg/L 97.8 90.0 - 110 121315543

Copper, Total 0.047 0.05 mg/L 94.0 90.0 - 110 121315553

Copper, Total 0.0468 0.05 mg/L 93.6 90.0 - 110 121315564

Copper, Total 0.046 0.05 mg/L 92.0 90.0 - 110 121315575

Copper, Total 0.0451 0.05 mg/L 90.2 90.0 - 110 121315577

Copper, Total 0.0499 0.05 mg/L 99.8 90.0 - 110 121315579

Copper, Total 0.0497 0.05 mg/L 99.4 90.0 - 110 121315590

Copper, Total 0.0486 0.05 mg/L 97.2 90.0 - 110 121315601

Copper, Total 0.047 0.05 mg/L 94.0 90.0 - 110 121315611

Copper, Total 0.0489 0.05 mg/L 97.8 90.0 - 110 121315622

Copper, Total 0.0473 0.05 mg/L 94.6 90.0 - 110 121315633

Copper, Total 0.0472 0.05 mg/L 94.4 90.0 - 110 121315643

Copper, Total 0.0464 0.05 mg/L 92.8 90.0 - 110 121315654

Copper, Total 0.0455 0.05 mg/L 91.0 90.0 - 110 121315665

Copper, Total 0.0461 0.05 mg/L 92.2 90.0 - 110 121315669

Lead, Total 0.0477 0.05 mg/L 95.4 90.0 - 110 121315472

Lead, Total 0.0459 0.05 mg/L 91.8 90.0 - 110 121315480

Lead, Total 0.0463 0.05 mg/L 92.6 90.0 - 110 121315491

Lead, Total 0.0486 0.05 mg/L 97.2 90.0 - 110 121315512

Lead, Total 0.0479 0.05 mg/L 95.8 90.0 - 110 121315522

Lead, Total 0.0472 0.05 mg/L 94.4 90.0 - 110 121315532

Lead, Total 0.0474 0.05 mg/L 94.8 90.0 - 110 121315543

Lead, Total 0.0469 0.05 mg/L 93.8 90.0 - 110 121315553

Lead, Total 0.0467 0.05 mg/L 93.4 90.0 - 110 121315564

Lead, Total 0.0457 0.05 mg/L 91.4 90.0 - 110 121315575

Lead, Total 0.0457 0.05 mg/L 91.4 90.0 - 110 121315577

Lead, Total 0.0494 0.05 mg/L 98.8 90.0 - 110 121315579

Lead, Total 0.0488 0.05 mg/L 97.6 90.0 - 110 121315590

Lead, Total 0.0462 0.05 mg/L 92.4 90.0 - 110 121315601

Lead, Total 0.0469 0.05 mg/L 93.8 90.0 - 110 121315611

Lead, Total 0.0477 0.05 mg/L 95.4 90.0 - 110 121315622

Lead, Total 0.0469 0.05 mg/L 93.8 90.0 - 110 121315633

Lead, Total 0.0463 0.05 mg/L 92.6 90.0 - 110 121315643

Lead, Total 0.046 0.05 mg/L 92.0 90.0 - 110 121315654

Lead, Total 0.0457 0.05 mg/L 91.4 90.0 - 110 121315665

Lead, Total 0.0456 0.05 mg/L 91.2 90.0 - 110 121315669
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Project
WPDW-A

 925129

Quality Control

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169 Printed 06/25/2020

Page 3 of 4

ICV

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.0504 0.05 mg/L 101 90.0 - 110 121315467

Copper, Total 0.0503 0.05 mg/L 101 90.0 - 110 121315500

Copper, Total 0.0498 0.05 mg/L 99.6 90.0 - 110 121315578

Lead, Total 0.0494 0.05 mg/L 98.8 90.0 - 110 121315467

Lead, Total 0.0499 0.05 mg/L 99.8 90.0 - 110 121315500

Lead, Total 0.0492 0.05 mg/L 98.4 90.0 - 110 121315578

LCS Dup

Limit%RPDUnitsLCSD%LCS%Limits%KnownLCSDLCSPrepSetParameter

Copper, Total 903152 0.505 0.501 0.500 85.0 - 115 101 100 mg/L 0.795 20.0

Lead, Total 903152 0.496 0.494 0.500 85.0 - 115 99.2 98.8 mg/L 0.404 20.0

LDR

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 10.1 10 mg/L 101 90.0 - 110 121315471

MRL Check

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.00155 0.001 mg/L 155 25.0 - 175 121315468

Lead, Total 0.000957 0.001 mg/L 95.7 25.0 - 175 121315468

MSD

Limit%RPDUnitsMSD%MS%LimitsKnownUNKMSDMSSampleParameter

Copper, Total 1897275 1.22 1.19 0.710 0.500 70.0 - 130 102 96.0 mg/L 6.06 20.0

Lead, Total 1897275 0.499 0.508 0.00452 0.500 70.0 - 130 98.9 101 mg/L 1.80 20.0

Copper, Total 1897487 0.504 0.491 0.037 0.500 70.0 - 130 93.4 90.8 mg/L 2.82 20.0

Lead, Total 1897487 0.480 0.473 ND 0.500 70.0 - 130 96.0 94.6 mg/L 1.47 20.0

EPA 200.8 5.4 903642Analytical Set

Blank

FileUnitsMQLMDLReadingPrepSetParameter

Copper, Total 903152 ND 0.0005 0.001 mg/L 121320922

CCV

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.0483 0.05 mg/L 96.6 90.0 - 110 121320921

Copper, Total 0.0484 0.05 mg/L 96.8 90.0 - 110 121320928

Copper, Total 0.0491 0.05 mg/L 98.2 90.0 - 110 121320938

Copper, Total 0.0489 0.05 mg/L 97.8 90.0 - 110 121320948

Copper, Total 0.049 0.05 mg/L 98.0 90.0 - 110 121320959

Copper, Total 0.0475 0.05 mg/L 95.0 90.0 - 110 121320969

Copper, Total 0.0482 0.05 mg/L 96.4 90.0 - 110 121320980

Copper, Total 0.0478 0.05 mg/L 95.6 90.0 - 110 121320991

Copper, Total 0.046 0.05 mg/L 92.0 90.0 - 110 121321001

Copper, Total 0.047 0.05 mg/L 94.0 90.0 - 110 121321012

Form rptPROJQCGN Created  12/30//2019 v1.0LDSClient v1.15.26.1929 Corporate: 2600 Dudley Road Kilgore TX  75662

NELAP-accredited #T104704201-20-17

Report Page 21 of 35

1

2

3

4



Project
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 925129

Quality Control

City of Wills Point-DW

William Lamey

Water & Sewer Dept.

P.O. Box 505

Wills Point, TX  75169 Printed 06/25/2020

Page 4 of 4

CCV

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.046 0.05 mg/L 92.0 90.0 - 110 121321020

ICV

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.0492 0.05 mg/L 98.4 90.0 - 110 121320919

LCS Dup

Limit%RPDUnitsLCSD%LCS%Limits%KnownLCSDLCSPrepSetParameter

Copper, Total 903152 0.497 0.495 0.500 85.0 - 115 99.4 99.0 mg/L 0.403 20.0

LDR

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 10.2 10 mg/L 102 90.0 - 110 121320918

MRL Check

FileLimits%Recover%UnitsKnownReadingParameter

Copper, Total 0.00101 0.001 mg/L 101 25.0 - 175 121320920

MSD

Limit%RPDUnitsMSD%MS%LimitsKnownUNKMSDMSSampleParameter

Copper, Total 1897275 1.22 1.22 0.722 0.500 70.0 - 130 99.6 99.6 mg/L 0 20.0

* Out  RPD is Relative Percent Difference: abs(r1-r2) / mean(r1,r2) * 100% Recover% is Recovery Percent:  result / known * 100%

Blank - Method Blank; CCV - Continuing Calibration Verification; ICV - Initial Calibration Verification; LDR - Linear Dynamic Range Standard; MRL Check - Minimum 

Reporting Limit Check Std
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